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— Production
— Supply
— Distribution
— Trading
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— Turnover 5.6 bn Euro
—10.000 FTE
— 3.750 MW production capacity
e @ 6

@)
®




1& 3#1 4% |/




@& + <
/ 2

VonkData

Co-Gen

Nozema

Datawatt
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Sun solaris

Rtap 6.6

Hot standby

6 workstations, 2 with 3 displays for operators
Datawatt Front End Processors
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— HighVoltage (50.000 Volt)
— Middle voltage (10.00 Volt)
— OIl pressure measurement HS cables
— Co Generation (Heat/E)
— City Heating
— Gas Receive Stations
— Gas Distribution Stations
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— Controlling Water pump stations
— Controlling Gas infeedstations 9 8%
— Situated at the east of Nuon area
— 2 Mb WAN to EWR
— Old & new RTU’s (Seab and Datawatt)
— Windows NT workstation
— Person Guard System
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— Replace Fisher Rosemount DCS system
— Keep existing RTU'’s
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— 10 local
— Central scada
~— Distributed visualization
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